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U2 BOILER SOOTBLOWING CLEANLINESS
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UNIT 2

B us

94G. 1 MW

Fouled: <.7 Dirty: 0.7-0.80 Clean: >.80
Cleanliness Factors: 0.0 .7 .8
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FCONOMIZER 0
Key Parameters: CCS |PMAX [SB TARGET
Main Stm Temp (DegF) 1004. GAS TEMPS
Main Stm Spry (KPPH) 102.| 103.|
RH Stm Temp (DegF) 1012.
RH Stm Spry (KPPH) 0. 0. ;ggﬁ?LE
Fuel Flow (TPH) 362.
Coal Flow (TPH) 361.| 363.
ir Flow (%) 82.7 02 Trim
OFA % 4.9 EAST | WEST 60.5
Secondary Air Flow (%) 75.71 75.0
02 (%) 3.5 2.1] NOx (#/MBTU)
Air Htr Gas In Tmp (Degf)764.| 705.
0.356

Bias Dmpr Pos
RH SH
98.% BadIl%
Target EGT (F)

Furnace 2200.
Conv Pass 1475.
Pri RH 760 .
PSH-Ecaon 760.
Econ Outlet760.

EndTim= 30-Apr-04 09: 41: 28 /EvalTim= 30-Apr-04 09: 41: 28 /PanRate= 0




